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1. City will Install polyethylene transformer pad.
2. Before Contractor boackfills, City must install
foundation anchors so conduits will be visible.
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NOTE: Contractor should install primary &
secondary conduits as far to left &
right side of opening.

1. Contractor to dig hole 10'x10’x24" deep.
2. Before Contractor backfills, City must install
foundation anchors so condults will be visible.

3. Contractor to supply & install %’ stone.
4, City to install precast concrete pad.



